Abstract: This study aims to present an efficient plan for the application of a geothermal energy facility at the building structure planning phase. Energy consumption, energy cost and the primary energy consumption of buildings were calculated to enable a comparison of buildings prior to the application of a geothermal energy facility. The capacity for energy savings and the costs related to the installation of such a facility were estimated. To obtain more reliable criteria for economic feasibility, the lifecycle cost (LCC) analysis incorporated maintenance costs (reflecting repair and replacement cycles based on construction work specifications of a new renewable energy facility) and initial construction costs (calculated based on design drawings for its practical installation). It is expected that the findings of this study will help in the selection of an economically viable geothermal energy facility at the building construction planning phase.
Introduction
Demand for improvements in quality of life, as well as for various benefits necessitates the provision of a consumer-centred construction environment, even within the building sector. To satisfy consumer demands related to indoor and outdoor environments, a construction environment system
Methodology
This study is limited to the application of new renewable energy to a building structure with geothermal facilities, based on statistics and on previous studies. The target buildings selected for this research were three public buildings, within which the installation of a new renewable energy facility is compulsory. In all cases, the renewable energy facility, which varies in size across the three buildings, had already been designed. By analysing the design data of the buildings, the volume of new renewable energy was converted into that of the energy applied to the conventional energy facility, and the buildings were modelled with no application of the new renewable energy source. Using total energy consumption evaluation program (ECO2-OD), the compulsory supply volume of new renewable energy was calculated, and geothermal facility installation sizes in the proportions of 100% and 25% of compulsory supply volume, respectively, were set and applied in each case.
Energy consumption and primary energy consumption of the building structures were calculated to perform a comparative analysis of changes related to the application of the geothermal energy system and to determine the changes in the energy volume used. A comparative analysis of the economic feasibility of geothermal energy application was conducted between buildings with geothermal facilities and those without, based on reductions in energy cost. The initial construction cost was applied, together with the cost of the redesigned specification for buildings with geothermal facilities. Where the volume of the conventional energy facility was replaceable, the volume change of the conventional facility resulted from the application of the geothermal facility, and the removal of the facility was reviewed and reflected in the initial investment cost. The useful life was set at 40 years in the LCC analysis; the analysis cycle was set at 10 years, and the repair and replacement cycles of major materials were chosen to ensure the reliability of maintenance cost calculations.
Literature Review
Many studies on the application of new renewable energy facilities to building structures have been conducted, through which plans have also been proposed to improve the reliability and economy of such applications. Rezaie et al. [4] divided case buildings by usage to analyse the economy, efficiency and energy emission of geothermal, solar-powered, photovoltaic and hybrid power systems. Visa et al. [5] studied the energy state required before and after the installation of a photovoltaic energy system in terms of efficiency and economic feasibility and performed an analysis of the latter. Cucchiella et al. [6] conducted a performance evaluation of a photovoltaic energy system installed in building structures to analyse the time required to retrieve investment cost and the extent of influence of climate and the energy consumption behaviour of residents within the area of installation. Francisco and Batlles [7] conducted a comparative analysis between a cooling system that applied photovoltaic energy and a conventional system and predicted the rate of reduction in energy consumption capacity as an alternative to reducing energy consumption. Similarly, many studies have been actively conducted to examine the utilization of new renewable energy resources in different countries in order to reduce energy consumption. However, there are no clear-cut criteria for the selection and application of such renewable energy facilities at the building structure planning phase, and it is difficult to select a facility that will achieve effective energy savings and secure economic feasibility. Furthermore, the determination of a new renewable energy system for building structures should occur at the planning and design phases, and its applicability and characteristics need to be taken into account, because the energy source may vary depending on the appearance and use of a building structure.
Previous studies performed in Korea can be subdivided into two categories-those examining the current state and application of new renewable energy within building structures and energy production volume and economic feasibility analyses of new renewable energy sources. Jung et al. [8] proposed a process to integrate a new renewable energy system into a construction design factor to enable the application of new renewable energy; the authors analysed systems according to their characteristics to apply and analyse applicable new renewable energy systems depending on the design process. Kang et al. [9] analysed the building energy substitution rate for public buildings in which 5% of the total construction cost was invested into the installation of a new renewable energy facility and presented a plan for efficiency improvement with no additional cost, using such a facility. As a component of the fundamental data to develop plan criteria for the application of a new renewable energy system to building structures, Kim et al. [10] proposed a direction for domestic construction planning based on an analysis of building structures that apply new renewable energy in Korea and Germany, focusing on photovoltaic and geothermal energy. Yoon et al. [11] suggested an option for the development of a new renewable energy planning tool that reflects various requirements, including the supply ratio of new renewable energy, the selection of a system type, the time of application and the method. Seo et al. [12] derived an optimal application plan by researching the current state of new renewable energy penetration and reviewing alternatives for an efficiency improvement plan according to changes in the volume of conventional new renewable energy systems. In addition, reviews of energy production volume and economic feasibility relating to new renewable energy resources applied to building structures have been actively conducted. Kim and Kim [13] carried out economic feasibility evaluations of photovoltaic, wind, small hydro and bio-gas power systems and presented a new renewable energy application plan. Kim et al. [14] performed an LCC analysis of the application of new renewable energy to reduce energy consumption and to analyse the energy-saving effect resulting from the reduction in the energy consumption cost and the retrieval period of the initial investment cost upon application of the new facility; the authors also proposed a scheme for economic building structure planning. Lee et al. [15] conducted an analysis of energy intensity by building use based on an analysis of the actual state of energy use in public office facilities, with the enforcement of the law compelling the installation of new renewable energy facilities within public organizations. However, assessments conducted in previous studies have addressed the future applicability of new renewable energy sources at the level of fundamental data by exploring the current state of new renewable energy use, the actual state of management and its problems and user satisfaction; the limitation of these studies thus lies in the lack of understanding of a direction to improve the management of a new renewable energy system. In addition, there are no concrete analysis processes and criteria for the analysis of energy production volume and economic feasibility, and a cyclical analysis of the entire lifecycle of building structures has not been performed, resulting in many limitations to actual applications of resolutions. The summary of previous studies is listed in Table 1 . 
The Geothermal System
A geothermal system uses geothermal heat to achieve an increase in temperature, with the latter maintained at a certain level deeper than 15 m below the surface of the Earth, regardless of atmospheric temperature. Geothermal energy can be largely subdivided into geothermal and land surface heat. Geothermal heat is heat energy continuously generated by the decay of radioactive isotopes in the core of the Earth, i.e., the energy that magma emits toward the surface of the Earth. Land surface heat can be classified as shallow or deep geothermal heat depending on depth below the surface of the Earth [16] . Shallow geothermal heat averages 5-20 °C at less than 15 m from the surface of the Earth. To use shallow geothermal heat, a 100-to 300-m-deep borehole is drilled to lay a geothermal heat exchanger, which provides energy to a building structure for heating and cooling using a heat pump and an air handling unit, as shown in Figure 1 . In the case of deep geothermal heat, the Earth is excavated to 3 km below the ground to obtain steam with a temperature of 65 °C or higher to generate electricity through a steam turbine [17] . A geothermal system for cooling in summer operates as follows: the high temperature and high pressure cooling gas compressed by the compressor of a heat pump exchanges heat at the geothermal heat exchanger, with conversion into a moderate temperature and high pressure liquid, resulting in cooling effects when the liquid evaporates in the indoor evaporator at low temperature and in a low pressure state through expansion in the expander. On the other hand, in winter, the geothermal heat pump system works in the opposite direction, absorbing geothermal heat and supplying it to the inside of a building [18] . 
Case Analysis of Energy Consumption Capacity by Building Structure
The following are to be determined for the analysis of energy consumption: (1) general information for each case and the major energy load factors for energy consumption calculation; (2) the total annual energy consumption for cases in which no new renewable energy facility is applied, the energy consumption cost and annual consumption by unit area, the consumption cost and primary energy consumption; (3) the total annual energy consumption for cases where a geothermal energy facility is applied; (4) a comparative analysis of energy consumption and consumption cost and the total annual energy consumption for each case, considering examples with and without a geothermal energy facility; and (5) the energy-saving effects and cost savings resulting from the application of a geothermal energy facility for all cases and the energy consumption and energy consumption cost by the scale of the building structure following the application of the geothermal facility.
As shown in Table 2 , three public office buildings of a similar size, all of which are subject to compulsory installation of a new renewable energy facility, were selected as the target cases to be analysed. The location of all cases is a central city of South Korea. Energy consumption and energy consumption costs were analysed for each building; subsequently, the same parameters were measured following the application of a geothermal energy system, for use in calculating and analysing the LCC of the buildings. Table 3 shows the total annual energy consumption and cost for each case, calculated using ECO2-OD. Total annual energy consumption and cost, which were compared across cases following the application of the geothermal energy facility, were calculated based on heating, cooling and hot-water supply calculated in consideration of cooling and heating areas and lighting and ventilation calculated in consideration of gross floor area and the sum total. In terms of consumption cost, the basic rate for contract electricity capacity applied to each building is fixed, and this was not included in the analysis of consumption cost. In the analysis of total annual energy consumption and consumption cost, the area to which individual energy load is applied was calculated by multiplying each cooling and heating area, while the lighting and ventilation load were calculated by multiplying gross floor area. There were therefore differences in total energy consumption capacity and consumption cost. For this reason, it was hard to set evaluation criteria for the comparison of each case, and this data was not utilized for comparisons; this aspect would, however, comprise a significant calculation variable for the application of a new renewable energy facility. The cost of the LCC of CO 2 (LCCO 2 ) emission can be estimated by multiplying the required material cost of a component with the CO 2 emission basic units of the identified major construction materials. The multiplied cost should be converted into the current market-traded CO 2 emission price. As mentioned earlier, there are various markets for trading emission rights with the intention of controlling air pollution in developed countries. Among various markets, the price of the EU Allowance (EUA), which is traded in the European telecommunication standards, is adopted to calculate the LCCO 2 , and the average price of CO 2 emissions (from 2005 to 2009), as suggested by European climate exchange, is applied. The average price is 19.73 EURO/ton. In addition, the average Euro:Won exchange rate in 2009 is applied, which is the standard currency in the ECX.
Analysis of Energy Consumption and Cost

Analysis of Energy Consumption Capacity and Cost in the Application of a Geothermal Energy Facility
Following the application of a geothermal energy facility, the energy capacity by facility was estimated based on calculations of geothermal energy production capacity equivalent to 11% of the expected energy consumption capacity of a building structure, with a compulsory supply rate for 2013 of 100% and 25% of geothermal system capacity. The calculation order of geothermal energy installation capacity was as follows: (1) the expected energy consumption capacity of the target building was calculated; (2) the geothermal energy production capacity was estimated by multiplying the compulsory supply rate by the expected energy consumption capacity; (3) the energy production capacity per unit capacity was estimated by multiplying unit energy production capacity by geothermal energy with the application of a modification factor; and (4) installation capacity was calculated by dividing the geothermal energy production capacity by the energy production capacity per unit capacity by geothermal energy. The geothermal energy production capacity is thus a modified value of energy capacity produced annually using a geothermal energy facility, and the expected energy consumption capacity is the expected annual energy consumption capacity.
The expected energy consumption and geothermal energy production capacities were estimated by applying 371.66 (kWh/m 2 /year) for unit energy consumption capacity and 1.73 for the modification factor by use. The applied locality coefficients were 0.99 in Case 1 (Gyeonggi region), one in Case 2 (Daejeon region) and 0.98 in Case 3 (Gyeongbuk region). The installation capacity actually selected based on the above process was applied to estimate expected energy consumption capacity, taking the dimensions and formations of each facility into account. Geothermal energy production capacity was calculated by applying 11% of the expected consumption capacity, the compulsory supply rate. The standard capacity represents the capacity of a geothermal energy facility required to satisfy the geothermal energy production capacity. Table 4 shows the application capacity of geothermal energy facilities by region. Case 1, which appeared to have the best average heat transmission value for the external wall of 0.619 W/m 2 K (K: heat transmission coefficient) in the basic insulation standard, used electricity as the energy source, with the exception of hot-water facilities, which relied on an urban gas boiler. When applying 100% of the standard capacity, a higher level of cooling energy consumption was achieved compared to the application of 25% of the standard capacity. This may be because the power of the circulation pump for geothermal exchange is greater than that of other cooling load facilities, due to its relatively large size. For the total cooling capacity of the EHP, 191.4 kW was applied, with 3.75 kW for the consumption power of auxiliary devices, 105.8 kW for geothermal heat and 4.4 kW for the circulation pump. Table 5 shows the total annual energy consumption capacity and consumption cost of the geothermal energy facility by region, specifically for Case 1. The reduction rate of the annual energy consumption capacity and the cost in the case of 100% compulsory installation capacity were shown to be 7.44% and 7.52%, respectively, when compared with cases where no geothermal energy facilities were present. The reduction rate in geothermal heat in the case of 25% compulsory installation capacity was shown to be 50% of the level of 100% compulsory installation capacity, indicating that when applying a geothermal system, differences may arise from different capacities of the geothermal circulation pump, which is known to be the primary cause of power consumption. The circulation pump in the geothermal system is running continuously, and its application capacity is determined depending on geothermal installation capacity. When a large capacity is loaded, the value increases, but the rate of increase is not proportionate to the installation capacity. The selection of an appropriate capacity for the circulation pump of a geothermal system is therefore considered to be a factor that can improve energy efficiency in the application of such a system.
The energy consumption per unit area is used as a criterion for the calculation of total energy consumption, but the gross floor area is used to calculate the lighting and ventilation load, while the cooling and heating areas are used to calculate the hot-water supply load. For this reason, the total energy consumption capacity may differ depending on the ratio of cooling and heating areas over the gross floor area. However, the consumption capacity per unit area shows the energy reduction effect of the applied geothermal energy facility regardless of the entire building structure and can be used as a good criterion for the evaluation of these facilities. Annual energy consumption capacity and cost per unit area are indicated in Table 6 . Table 7 provides a comparison of the total annual energy consumption and cost. Table 8 shows annual primary energy consumption per unit area by new renewable energy facility. Geothermal heat ranked higher in the category of annual primary energy consumption per unit area, which resulted from employing kerosene with an energy conversion factor of 1.1 for hot-water supply as the energy source. The comparison of energy consumption and cost per unit area cannot be perfect, due to differences in equipment characteristics, such as the installation situation of the energy load facility and architectural characteristics, such as window area rate and the insulation performance of walls. However, it can be used as a reference for selecting an appropriate geothermal facility for a building structure, through a comparison of cases of different scales that are characterized as having similar energy consumption at a certain level and which do not require the application of cooling and heating areas. The effect of geothermal heat was shown to be best when applying 100% of the standard capacity. Apart from the installation size, geothermal heat effects are also determined by the energy consumption behaviour of the building structure itself, and the circulation pump of an auxiliary installation is a factor that cannot be ignored. Table 9 shows the energy consumption and cost characteristics for the application of a new renewable energy facility for each of the three cases. When comparing primary energy consumption per unit area, which is the currently used criterion of energy efficiency rating for domestic building structures, a higher saving rate was found in Case 2, with 100% of the standard capacity, compared to Case 3, with 25% of the standard capacity. This is thought to be a result of the basic energy consumption of a building structure, i.e., the decrease in the window area rate of the external wall area resulted in a remarkable decrease in the required heating energy accompanied by the maximization of the effect of the geothermal heating facility and a greater decrease in the power consumption of the EHP system in accordance with reductions in the cooling and heating energy of the geothermal system. Table 10 shows the annual primary energy consumption per unit area for each application of a new renewable energy facility. 
LCC Analysis by Geothermal Energy Facility
Repair and Replacement Cycle of the Applied Geothermal Energy Facility
In the LCC analysis conducted in this study, geothermal energy repair and replacement were based on an assumption of 40 durable years. To obtain more diverse results depending on the analysis period, the analysis was performed using a 10-year cycle. For items included in the specification, the rate and level of repair and repair and replacement cycles were applied, but when the items were not included in the specification, the durable years of items similarly categorized were applied. The LCC analysis used in this study was not for the entire building structure, but for the geothermal energy facility, and only the components of these facilities were analysed.
When calculating maintenance cost in terms of the repair cycle of the geothermal energy facility by primary process, the rate of repair level and the replacement rate of the geothermal heat pump were 10% at five years and 100% at 10 years. However, a replacement rate of 100% at 11 years was obtained for the expansion tank. When a new renewable energy facility is installed, a structure should be fitted to provide support for the fixation of a buttress and pump. A number of general processes usually applied to general facility work were also included, and the replacement rate of items was likewise analysed. The rate of repair level of the equipment of major components was identical to that of equipment and materials for general equipment work in which a heat pump was used, and there are many components with a short repair cycle; the repair cost was therefore shown to be high.
LCC Estimation of a Geothermal Energy Facility
LCC was calculated using the present value method. In the case of geothermal energy facility equipment for items that only have a replacement cycle, this was converted to nonrecurring cost for every repair cycle, while for items that have periodic repair and replacement cycles, this was converted to nonrecurring cost every repair cycle. Subsequently, all converted values and nonrecurring costs were summed to estimate maintenance cost. The discount rate applied to the estimation of maintenance cost was calculated using a real discount rate of 1.02%, obtained from the inflation and nominal discount rates based on the deposit interest rate for seven years.
The rate of increase of the average electricity fee between 2006 and 2012 was used to establish the inflation rate by referring to Monthly Energy Statistics issued in May, 2013; the value of 1.06% was used as the real discount rate obtained from the calculation of the rate of increase of a nominal discount to estimate energy savings cost. The initial investment cost was estimated by adding the costs of the applied geothermal energy facility calculation specification to variations in the amount accompanied by the replacement and dismantlement of the conventional facility. The construction cost of the wiring system installation for power was excluded, because it is not included in geothermal energy facility construction.
Calculation of Initial Investment Cost of a Geothermal Energy Facility
To calculate the initial investment cost of a geothermal system, the installed capacity of the existing facility should be changed. In Case 1, when 100% of the standard capacity was applied, a 116 kW outdoor equipment item was removed from the conventional EHP cooling and heating facilities and a new 23 kW outdoor equipment item was installed to preserve capacity. An indoor facility using the geothermal refrigerant method is compatible with the item of EHP outdoor equipment, and there was no influence on the construction cost of indoor facilities. The cost of the 116 kW outdoor equipment item was subtracted, and the cost of the 23 kW outdoor equipment item was added. When 25% of the standard capacity was applied, 75 kW outdoor equipment was removed and replaced with 52.2 kW outdoor equipment. In Case 2, when 100% of the standard capacity was applied, 52.2 kW, 71.8 kW and 78.4 kW EHPs were replaced, leading to a reduction in the initial investment cost. When 25% of the standard capacity was applied, with the substitution effect of a 52.2 kW EHP, the initial investment cost decreased. In Case 3, seven items of 46.4 kW EHP outdoor equipment and four items of 58 kW equipment, together with an item of 75.4 kW equipment were affected by the change. The construction costs of geothermal facilities have risen since the public announcement of the establishment of a base price in 2013. The design cost was calculated based on actual design drawings. In geothermal energy facility construction work, the drilling and installation costs of a geothermal exchanger were shown to be higher than the installation cost of geothermal equipment, along with the installation of a heat pump.
The capacity of the geothermal energy facility can be adjusted to be equivalent to the conventional cooling and heating facility; EHP equipment and installation costs that can be adjusted by case according to the application capacity were included in the initial investment cost of the geothermal system, but their value-added tax was not. The initial investment costs calculated with the construction cost for each geothermal energy type, as calculated based on the design drawings and adjustments in the capacity of the conventional load facilities, are provided in Table 11 . 
Calculation of Maintenance Cost of a Geothermal Energy Facility
The maintenance cost was obtained by adding replacement cost to repair cost. For items that only have a replacement cycle, this was converted to a nonrecurring cost for every replacement cycle, while for items that have periodic repair and replacement cycles, this was converted to a nonrecurring cost for every repair cycle. All costs were then added to the nonrecurring cost of the replacement cycle to estimate maintenance cost by analysis period. The maintenance cost of the geothermal system was determined to be higher when 100% of the standard capacity was applied. In the analysis of maintenance cost, it was found that with the exception of drilling work, most of the geothermal facility construction work in the three cases was similar to general cooling and heating construction work where a heat pump is applied; however, the maintenance cost was calculated as high due to a rise in repair and replacement costs resulting from the five-year repair cycle and from a 10-year replacement cycle for the heat pump.
LCC Calculation of a Geothermal Energy Facility
Based on the analysis of the initial investment and the maintenance costs of the geothermal energy facility in each case, the LCC was calculated for every 10-year analysis period. When 100% of the standard capacity was applied in all cases, the LCC of the geothermal energy facility increased as the analysis period increased. The LCC of the geothermal energy facility by analysis period for each case is shown in Table 12 . In terms of geothermal energy, the cost savings effect did not appear to be in proportion to the application capacity, but differed in each case. Table 13 specifies the energy savings cost that accompanied the application of a geothermal energy facility in each case. The analysis showed that it is difficult to expect economic benefits from the application of a geothermal energy facility. Even though with the geothermal system the initial investment cost can be compensated for by adjusting the energy load capacity for the facility, this was not economically feasible, because of high initial investment and maintenance costs and low energy savings costs. This implies that the circulation pump required to operate the geothermal system consumes significant electricity, thus minimizing the energy-saving effect. Its initial investment cost is also high. To improve the economic feasibility of the geothermal energy system, less power-intensive circulation pumps and devices should therefore be selected and the initial investment cost should be reduced. It was not effective to estimate the period required to recoup the initial investment with the analysed data, since the difference between energy savings and initial investment costs was high. The return rate of LCC input through energy savings cost was thus used. In Case 1, the return rate of LCC for a new renewable energy facility increased as the analysis period increased, which indicates that the increase in energy savings cost was greater than that in the LCC of a geothermal facility. Thus, if the initial investment and maintenance costs of the geothermal energy facility are improved, the economic effect will be greater. The LCC analysis of the geothermal energy facility applied to each case is provided in Table 14 . 
Conclusions
This study aimed to analyse energy consumption in the application of new renewable energy systems to a public office building based on compulsory application criteria. The study also sought to determine an effective plan for the selection of a new renewable energy facility that takes economic feasibility into account by performing a comparative analysis of LCCs of new renewable energy facilities and energy savings costs from their application. Two main research findings were obtained. First, energy consumption and costs related to the application of a geothermal energy facility were analysed in three cases, to arrive at effective data for the selection of geothermal energy facility types. Second, the energy cost reduction effect relating to the application of a geothermal energy facility was examined, and an effective plan for the selection of a geothermal energy facility was presented by calculating the LCC using the initial investment and maintenance costs of a geothermal energy facility, the latter obtained by applying repair and replacement rates based on the construction specifications of each facility. It is believed that the results of this study can be utilized as an effective plan for the selection of a geothermal energy facility based on economic feasibility. In addition, the energy-saving effects on energy consumption and primary energy consumption will also be utilized as fundamental data in the understanding and selection of geothermal energy facilities.
However, the capacity of a new renewable energy facility was not simply calculated based on its energy production capacity; to analyse energy efficiency and economic feasibility in a more practical way, the energy production capacity and use efficiency of each new renewable energy facility should be utilized. The energy production capacity should be calculated based on the characteristics of each facility, and the energy-saving capacity resulting from the application should also be considered. Future work should analyse the energy use and cost characteristics of building constructions with new renewable energy facilities, and the results should be compared with the energy use characteristics of buildings, evaluated based on design drawings, to secure reliability. A study should also be conducted to prepare selection criteria for an appropriate facility by use, size and characteristics based on the actual performance of each new renewable energy facility.
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